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ELECTRICAL PHASING / OUTAGE NOTES
EXTERIOR ELECTRICAL LEGEND 1. THE CONTRACTOR SHALL FURNISH THE COR WITH A

SCHEDULE OF APPROXIMATE PHASING DATES ON
WHICH THE WORK WILL BE ACCOMPLISHED IN EACH
SPECIFIC AREA OF THE SITE.

GENERAL ELECTRICAL NOTES

7. NO UTILITY SERVICE SUCH AS WATER, GAS, STEAM, 1. THE CONTRACTOR SHALL REPLACE EXISTING
SEWERS OR ELECTRICITY, OR FIRE PROTECTION PAD-MOUNTED 15KV ELECTRICAL DISTRIBUTION
SYSTEMS AND COMMUNICATION SYSTEMS MAY BE EQUIPMENT (CABLE JUNCTIONS) AND INSTALL NEW
INTERRUPTED WITHOUT PRIOR APPROVAL OF THE PAD_MOUNTED SWITCHGEAR AS SHOWN AND IN

COR. ACCORDANCE WITH SECTION 26 13 00 and SECTION 26
HVS EXISTING 15KV PAD-MOUNTED OIL FILLED SWITCH > THE CONTRACTOR SHALL NOTIEY THE COR TWO WEEKS 1300
(15-DAYS) IN ADVANCE OF THE PROPOSED DATE OF 8. ELECTRICAL WORK SHALL BE ACCOMPLISHED WITH ALL
START OF WORK IN EACH SPECIFIC AREA OF SITE, AFFECTED CIRCUITS OR EQUIPMENT DE-ENERGIZED. 2. FOR THE REPLACEMENT OF PAD-MOUNTED CABLE
HVS NEW 15KV PAD-MOUNTED OIL FILLED SWITCH BUILDING OR PORTION THEREOF. JUNCTIONS, THE CONTRACTOR SHALL UTILIZE EXISTING
— N 9. THE CONTRACTOR SHALL KEEP ALL ROADS, WALKS, ELEVATED CONCRETE PAD STRUCTURES, CABLES,
3. THE CONTRACTOR SHALL ARRANGE PHASING DATES TO AND ENTRANCES TO GROUNDS, TO PARKING AND TO LOAD-BREAK CONNECTORS, AND GROUNDING.
ASSURE ACCOMPLISHMENT OF THE WORK IN OCCUPIED AREAS OF BUILDINGS CLEAR OF
HVP EXISTING 15KV PRIMARY JUNCTION CABINET SUCCESSIVE PHASES MUTUALLY AGREEABLE TO THE CONSTRUCTION MATERIALS, DEBRIS, AND STANDING 3. FOR THE INSTALLATION OF NEW PAD-MOUNTED
MEDICAL CENTER DIRECTOR, COR, AND THE CONSTRUCTION EQUIPMENT AND VEHICLES. SWITCHGEAR, THE CONTRACTOR SHALL PROVIDE NEW
HVP NEW 15KV PRIMARY JUNCTION CABINET CONTRACTOR. CONCRETE BASE, CABLES, LOAD-BREAK CONNECTORS

N AND GROUNDING.
4. ALLSITE ELECTRICAL DISTRIBUTION WORK REQUIRING

OUTAGES SHALL BE PERFORMED DURING WEEKEND 4. EXISTING ONE-LINE DRAWINGS ON SHEET E-002 IS
XF EXISTING 15KV PRIMARY JUNCTION CABINET HOURS. THE MAXIMUM DURATION FOR ANY PROVIDED TO THE CONTRACTOR FOR REFERENCE.
APPROVED ELECTRICAL OUTAGE IS 8-HOURS.
5. THE CONTRACTOR SHALL PROVIDE ALL LABOR,
5. THE WORK INCLUDES THE REPLACEMENT OF FOURTEEN MATERIALS, SHOP DRAWINGS, AND PERFORMANCE
PNL EXISTING SECONDARY DISTRIBUTION PANEL (14) PAD-MOUNTED 15KV JUNCTION CABINETS AND ACCEPTANCE TESTING PERFORMANCE ACCEPTANCE
THE INSTALLATION OF TWO (2) NEW PAD-MOUNTED CHECKS AND TESTING.
15KV SWITCH ENCLOSURES.
. EXISTING O/H POWER POLE 6. THE CONTRACTOR'S PROPOSED PHASED WORK

SCHEDULE SHALL INCLUDE MULTIPLE CREWS WORKING
SATURDAYS AND SUNDAYS LIMITING THE MAXIMUM

NUMBER OF WEEKEND OUTAGES TO TWELVE (12).
EXISTING ELECTRICAL MANHOLE

EXISTING ELECTRICAL JUNCTION BOX
l EXISTING EXTERIOR LIGHTING PAD-MOUNTED SWITCHGEAR SCHEDULE PAD-MOUNTED CABLE JUNCTION SCHEDULE
% — EXISTING UG 15KV PRIMARY CONDUCTORS SURGE INTERLOCK o
E UNIT | AREA | LOCATION CONFIGURATION ARRESTORS POROVISIONS NOTES UNIT AREA | LOCATION | No of Cable Provisions NOTES
= —_ NEW UG 15KV PRIMARY CONDUCTORS
3 HVS-23A 3 E-102 MODEL TYPE 3 N/A N/A HVP-2 5 E-104 4 1
3 EXISTING UG SECONDARY CONDUCTORS HVS-23B| 3 E-102 MODEL TYPE 3 N/A N/A HVP-11 | 4 E-103 1
= HVP-15 3 E-102 8 1
T Notes: HVP-16 5 E-104 6 1
= 1. See Section 26 13 00 and Model Diagram HVP-20 3 E-102 6 1
g HVP-22 | 3 E-102 6 1
= HVP-24 3 E-102 6 1
& CONDUCTOR| NO.OF |CONNECTED| CONNECTED | LENGTH
2] NO. CONDUCTORS| FROM TO FT. REMARKS HVP-27 3 E-102 8 1
g 1 4 HVP-23A HVP-24 100 3-PHASE, 15KV, 250 KCMIL, EPR, 133%, CU, 6" PVC SCH 40, CONCRETE ENCASED DUCT, with 4/0 TWIM/XHHW, 600V, CU, GND HVP-29 3 E-102 8 1
g 2 4 HVP-23 HVP-23A 100 3-PHASE, 15KV, 250 KCMIIL, EPR, 133%, CU, 6" PVC SCH 40, CONCRETE ENCASED DUCT, with 4/0 TWIM/XHHW, 600V, CU, GND HVP-30 3 E-102 6 1
EL W 3 4 HVP-23 HVP-23B 100 3-PHASE, 15KV, 250 KCMIIL, EPR, 133%, CU, 6" PVC SCH 40, CONCRETE ENCASED DUCT, with 4/0 TWIM/XHHW, 600V, CU, GND HVP-31 3 E-102 6 1
§ S> \'c T 4 4 HVP-23B HVP-24 100 3-PHASE, 15KV, 250 KCMIL, EPR, 133%, CU, 6" PVC SCH 40, CONCRETE ENCASED DUCT, with 4/0 TWIM/XHHW, 600V, CU, GND HVP-36 4 E-103 6 1
= HVP-40 3 E-102 4 1
§ Notes:
£ Model 3 1. See Section 26 13 01 and Attachment A
/1" MODEL DIAGRAM (TYPE 3)
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KEYED ELECTRICAL NOTES

@ INSTALL NEW 15KV PAD-MOUNTED SWITCHGEAR IN
ACCORDANCE WITH SECTION 26 13 00 AND SWITCHGEAR
SCHEDULE ON SHEET E-100.

@ REPLACE EXISTING 15KV PAD-MOUNTED CABLE JUNCTION
ENCLOSURE IN ACCORDANCE WITH SECTION 26 13 01 AND
CABLE JUNCTION ENCLOSURE SCHEDULE ON SHEET E-100.

@ NEW UG 6-INCH PVC SCHEDULE 40 CONCRETE ENCASED
2-WAY DUCT BANK AND NEW 3-PHASE, UG PRIMARY AND
GROUND CONDUCTORS, SEE FEEDER SCHEDULE ON SHEET
E-001 AND DUCT DETAIL ON SHEET E-002. CORE DRILL
EXISTING CONCRETE BASE AND HAND DIG TO INTERCEPT
NEW UG DUCT BANK. TRENCH TO 4-FEET BELOW GRADE
AND BACKFILL THROUGH EXISTING GRASS AREA.

REMOVE EXISTING UG PRIMARY AND GROUND

CONDUCTORS AND ABANDONED EXISTING UG CONDUIT
BELOW GRADE.
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KEYED ELECTRICAL NOTES

(1) NOT USED.

@ REPLACE EXISTING 15KV PAD-MOUNTED CABLE JUNCTION
ENCLOSURE IN ACCORDANCE WITH SECTION 26 13 01 AND
CABLE JUNCTION ENCLOSURE SCHEDULE ON SHEET E-100.
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e (2)) REPLACE EXISTING 15KV PAD-MOUNTED CABLE JUNCTION
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Date

Dept. of Veterans Affairs
Medical Center

5000 W. National Avenue
Milwaukee, WI

Clement J. Zablocki VAMC

Facility Management Division

Engineer: MARK MOBLEY, PE
Designer: MARK MOBLEY, PE

GENERAL NOTES:

1. VERIFY ALL UTILITIES AND CONNECTION LOCATIONS.

2. CONTRACTOR SHALL VERIFY ALL EXISTING DIMENSIONS PRIOR TO BEGINNING
CONSTRUCTION.

3. COORDINATE WORK WITH SCHEDULES, CONSTRUCTION REQUIREMENTS, AND
SUBCONTRACTORS OPERATIONS. COORDINATE SEQUENCING WITH THE
CONSTRUCTION MANAGER AND PROCEED ONLY AFTER RECEIVING THE RESIDENT
ENGINEERS/COR ACCEPTANCE OF WORK SCHEDULE.

4. WHERE REMOVAL OF EXISTING CONSTRUCTION DISRUPTS EXISTING ELECTRICAL,
MECHANICAL OR PLUMBING SERVICES , MAKE PERMANENT (OR TEMPORARY)
CONNECTIONS TO RESTORE AFFECTED SERVICES TO AREAS NOT SCHEDULED FOR
CONSTRUCTION.

5. ALL WORK SHALL BE SCHEDULED TO BE COMPLETED DURING NORMAL WORKING
HOURS. NORMAL WORKING HOURS IS DEFINED TO BE BETWEEN 4:30AM AND 7:00PM.

PHASING NOTES:

1. NO WORK SHALL BE STARTED THAT AFFECTS EXISTING FACILITY OPERATIONS
WITHOUT PRIOR COORDINATION AND APPROVAL OF THE WORK WITH THE RESIDENT
ENGINEER/COR.

2. NO MORE THAN ONE (1) ROOM WILL BE TURNED OVER TO THE CONTRACTOR AT ANY
ONE TIME. THE VA DOES NOT GUARANTEE THAT ROOMS WILL BE AVAILABLE IN ONE
MOBILIZATION. CONTRACTOR TO COORDINATE AND VERIFY WITH RESIDENT
ENGINEER/COR PRIOR TO MOBILIZATION.

INFECTION CONTROL REQUIREMENTS:

1. SEE SHEETS SOC-001 THROUGH SOC-003 AND SECTION 01 01 10 (IC) INFECTION
CONTROL REQUIREMENTS.
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GENERAL NOTES:

1. VERIFY ALL UTILITIES AND CONNECTION LOCATIONS.

2. CONTRACTOR SHALL VERIFY ALL EXISTING DIMENSIONS PRIOR TO BEGINNING
CONSTRUCTION.

3. COORDINATE WORK WITH SCHEDULES, CONSTRUCTION REQUIREMENTS, AND
SUBCONTRACTORS OPERATIONS. COORDINATE SEQUENCING WITH THE
CONSTRUCTION MANAGER AND PROCEED ONLY AFTER RECEIVING THE RESIDENT
ENGINEERS/COR ACCEPTANCE OF WORK SCHEDULE.

4. WHERE REMOVAL OF EXISTING CONSTRUCTION DISRUPTS EXISTING ELECTRICAL,
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CONSTRUCTION.

5. ALL WORK SHALL BE SCHEDULED TO BE COMPLETED DURING NORMAL WORKING
HOURS. NORMAL WORKING HOURS IS DEFINED TO BE BETWEEN 4:30AM AND 7:00PM.

PHASING NOTES:

1. NO WORK SHALL BE STARTED THAT AFFECTS EXISTING FACILITY OPERATIONS
WITHOUT PRIOR COORDINATION AND APPROVAL OF THE WORK WITH THE RESIDENT
ENGINEER/COR.

2. NO MORE THAN ONE (1) ROOM WILL BE TURNED OVER TO THE CONTRACTOR AT ANY
ONE TIME. THE VA DOES NOT GUARANTEE THAT ROOMS WILL BE AVAILABLE IN ONE
MOBILIZATION. CONTRACTOR TO COORDINATE AND VERIFY WITH RESIDENT
ENGINEER/COR PRIOR TO MOBILIZATION.

INFECTION CONTROL REQUIREMENTS:

1. SEE SHEETS SOC-001 THROUGH SOC-003 AND SECTION 01 01 10 (IC) INFECTION
CONTROL REQUIREMENTS.
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GENERAL NOTES:

CONTRACTOR TO UTILIZE FULLY SEALED PLASTIC SHEET

KEY NOTES:

CICICE®

ENCLOSURE IN HALLWAYS AND CORRIDORS. CONTRACTOR
SHALL MAINTAIN MINIMUM &' CLEARANCE IN ALL HALLWAYS
UNLESS AUTHORIZED BY VA.

HEPA SCRUBBER, FLEX EXHAUST TO EXHAUST DUCT IN TOILET

ROOM.

PLASTIC, FLOOR TO CEILING TAPED AND SEALED, ZIPPER DOOR

COVER AND SEAL ALL HVAC DUCTS

COVER CASEWORK AND REMAINING EQUIPMENT WITH PLASTIC
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GENERAL NOTES:

1. CONTRACTOR TO UTILIZE FULLY SEALED PLASTIC SHEET
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GENERAL NOTES:

1. CONTRACTOR TO UTILIZE FULLY SEALED PLASTIC SHEET
ENCLOSURE IN HALLWAYS AND CORRIDORS. CONTRACTOR
SHALL MAINTAIN MINIMUM &' CLEARANCE IN ALL HALLWAYS
UNLESS AUTHORIZED BY VA.

KEY NOTES:

HEPA SCRUBBER, FLEX EXHAUST TO EXHAUST DUCT IN TOILET
ROOM.

PLASTIC, FLOOR TO CEILING TAPED AND SEALED, ZIPPER DOOR
COVER AND SEAL ALL HVAC DUCTS

COVER CASEWORK AND REMAINING EQUIPMENT WITH PLASTIC
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GENERAL NOTES:

MATERIAL.

KEYED NOTES:

(1) REMOVE GATE AND CONTROLLER, RELOCATE TO SOUTH WORK AREA.

1. EXCAVATE WHERE REQUIRED, CONFORMING TO SPECIFICATIONS SECTION 31 20 11
EARTH WORK. PROVIDE FLOWABLE FILL FOR BACKFILL TO BASE OF FINISH

2. PROVIDE NEW RECEIVER FOR GATE CONTROLLER, TAPCO ITEM #375-00001,
1-CHANNEL, MODEL #GRD (OR VA-APPROVED EQUAL).

3. PROVIDE THIRTY (30) NEW TRANSMITTERS, TAPCO ITEM #375-00004, LINEAR,
SINGLE-BUTTON, TYPE "DT" (OR VA-APPROVED EQUAL).

4. PROVIDE SITE RESTORATION. PROVIDE SOD FOR ALL REMOVED LAWN.

Q:\16 NRM\695—16-117 Site Electrical Deficiencies\qB—Construction\O1—Procurement\04 - Drowings\695—}16—117 Site Install Gate Parking Lot 3.dwg 1—19—16 08:33:14 AM  VHAMIWDauphd

BID DOCUMENTS
. Drawing Title: Project Title: Project Number: .
ARCHITECT/ENGINEERS: SARKING LOT GATE 3 SITE ELECTRICAL et 1y Office of
Clement J. Zablocki VAMC SITE PLAN CORRECTIONS Building Number: Constru.c.tllon
Medical Center Facility Management Division and Facilities
Approved (Project Director): Location: Drawing Number:
: . . Management
5000 W. National Avenue . Milwaukee VAMC, Milwaukee WI
Milwaukee. Wi Engineer: MARK MOBLEY, PE Troy Martinson, PE Date: Checked | [Drawn U-001
— — ’ Designer: MARK MOBLEY, PE 01-10-2016 MM | AJF Dwg. 200f 26

|VA FORM 08-6231

1

| 5




Q:\16 NRM\695-16—117 Site Electrical Deficiencies\qB—Construction\O1—Procurement\04 - Drowings\695—}16—117 Site Install Gate Parking Lot 3.dwg 1—16—16 02:11:56 PM  VHAMIWMartiT

FORM STAKE OUTSIDE:
GEOTEXTILE (TYP.\

A =
v, <
\ A=<

PROVIDE 1.5 LB/CY FORTA
ECONO MONO FIBER.

4" BASE AGGREGATE
DENSE - 1% INCH

@

WORK ASSOCIATED WITH THIS TYPICAL SECTION INCLUDES ASSOCIATED
DEMOLITION, PREPARATION AND RESTORATION ONCE CONSTRUCTED

7 OZ. FILTERING
NON-WOVEN GEOTEXTILE
FABRIC

TYPICAL CONCRETE SIDEWALK SECTION
NO SCALE

GEOTEXTILE FABRIC-TYPE FF

MINIMUM DOUBLE STITCHED SEAMS ALL
AROUND SIDE PIECES AND ON FLAP
POCKETS

S

R
R
™

IR "$

I
& S
KRG
BBBEI
SORSPEL
SIS
S B S5 % 55
s S SIS RSB
B s g ey U U U U5 5% RN
B R AR R S R R S RIS GEOTEXTILE SRS
S S A 3 S A S S S S S %%
o U et g e I s o e I ey o N I Lt 8y FABRIC PSP %
S R RS R R R KRS RIS R HKR IR 4%
80558955 9558455545898 055:4:58.95% 4559589,
R G R R G R R R S IR S R RS FF
o s s G ol s e o G oo B e Bt G e g Bt Bt
S S S S S S S IS5
R o o oy Bty Bl B et B0 G v
I S S S
Rt et Bl Bl o
AT
| RS
| ‘Q{%}%%&’ FRONT, BACK, AND BOTTOM
, N TO BE MADE FROM SINGLE
PIECE OF FABRIC

GEOTEXTILE FABRIC, WISDOT TYPE FF, WOVEN VARIES. SECURE TO GRATE WITH WIRE OR PLASTIC TIES

POLYPROPYLENE FABRIC

INLET PROTECTION, TYPE C (WITH CURB BOX)
INSTALLATION NOTES

2

TRIM EXCESS FABRIC IN THE FLOW LINE TO WITHIN 3" OF THE GRATE. THE CONTRACTOR SHALL DEMONSTRATE A
METHOD OF MAINTENANCE, USING A SEWN FLAP, HAND HOLDS OR OTHER METHOD TO PREVENT ACCUMULATED
SEDIMENT FROM ENTERING THE INLET.

WHEN REMOVING OR MAINTAINING INLET PROTECTION, CARE SHALL BE TAKEN SO THAT THE SEDIMENT TRAPPED ON THE
GEOTEXTILE FABRIC DOES NOT FALL INTO THE INLET. ANY MATERIAL FALLING INTO THE INLET SHALL BE REMOVED
IMMEDIATELY.

(1) FINISHED SIZE, INCLUDING FLAP POCKETS WHERE REQUIRED, SHALL EXTEND A MINIMUM OF 10" AROUND THE PERIMETER
TO FACILITATE MAINTENANCE OR REMOVAL.

(2) FOR INLET PROTECTION, TYPE C (WITH CURB BOX), AN ADDITIONAL 18" OF FABRIC IS WRAPPED AROUND THE
WOOD AND SECURED WITH STAPLES. THE WOOD SHALL NOT BLOCK THE ENTIRE HEIGHT OF THE CURB BOX
OPENING.

‘ﬂ \\%
PN
SO S
SN A
ANATEL ANSHLSS:

USE REBAR OR STEEL ROD
FOR REMOVAL

2
X
®

s‘
SRR

2" (TYP)

4"x6" OVAL HOLE SHALL BE
HEAT CUT INTO ALL FOUR
SIDE PANELS

AS SHOWN ON PLAN

WOOD 2" x 4" EXTENDS 8" BEYOND GRATE WIDTH ON BOTH SIDES, LENGTH

6" SCH 40 STEEL
PIPE FILLED W. CONC.

.CONC PAD TO MATCH
"SAWCUT CONC FOR
‘MNT W/NEW CONC SLAB

EXP JT MAT'L, 1/2"
BITUMEN-IMPREGNATED
FELT TOPPED

W/ SELF-LEVELING
POLYURETHANE

4,000 PSI DRY PACKED
CONCRETE

2" (TYP)

WHITE PAINT (TYP), GLASS BEADS REFLECTIVE

 .

PROVIDE 6"X56" HDPE BOLLARD SLEEVE,

316" TCK.
5
<—) o
AU
[Te}

BOLLARDS
NO SCALE

SURFACE APPLIED SEE SPECIFICATION SECTION 32 17 23

CRASS AREAS

@—scatzrone (5, CROSSWALK DETAIL -
NO SCALE
BID DOCUMENTS
. Drawing Title: Project Title: Project Number: .

ARCHITECT/ENGINEERS: PARKING LOT GATE 3 SITE ELECTRICAL 695-16-117 Office of
Clement J. Zablocki VAMC DETAILS CORRECTIONS Building Number. Constru.c.tllon

Medical Center Facility Management Division and Facilities

Approved (Project Director): Location: Drawing Number: Management
5000 W. National Avenue , Milwaukee VAMC, Milwaukee WI
Milwaukee. WI Engmeer: MARK MOBLEY, PE Troy Martinson, PE Date: Checked Drawn U-002
Revisions: Date ’ Designer: MARK MOBLEY, PE 01-10-2016 MIM || AJF Dwg. 24of 26
VA FORM 08-6231 1

4 | 5



Office of
Construction
and Facilities
Management

/

695-16-117
Building Number:
U-003
Dwg. 220f 26

Project Number:
Drawing Number:

GEOTEXTILE
/ FABRIC

WOOD POST

GEOTEXTILE
FABRIC

Ii— WOOD POST

Drawn

AJF

Checked

MJM

BID DOCUMENTS

!
—~

CORRECTIONS

SITE ELECTRICAL
Milwaukee VAMC, Milwaukee WI

2'-0" MIN.»‘

FLOW DIRECTION

TWIST METHOD
FLOW DIRECTION

HOOK METHOD

01-10-2016

Project Title:

¥

Location:
Date:

]

N

|

1"=0" MIN.

JOINING TWO LENGTHS OF SILT FENCE

GEOTEXTILE
FABRIC

\— WOOD POST

[ ]

GEOTEXTILE
FABRIC

Ii; WOOD POST

DETAILS

Approved (Project Director):

PARKING LOT GATE 3

Troy Martinson, PE

Drawing Title:

t

—

FABRIC —

GEOTEXTILE
WOVEN GEOTEXTILE FABRIC IS USED
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STAPLES OR WOODEN LATH

ATTACH THE FABRIC TO
AND NAILS

THE POSTS WITH WIRE
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BACKFILL & COMPACT

TRENCH WITH
EXCAVATED SOIL

A

,

MAY BE REQUIRED IN UNSTABLE SOILS

GEOTEXTILE
FABRIC ONLY

N 57

*NOTE: ADDITIONAL POST DEPTH OR TIE BACKS

WOOD POSTS
LENGTH 3'-4'
20" DEPTH

IN GROUND

INSTALL WHERE SOIL IS EXCAVATED AND STOCKPILED

TRENCH DETAIL

GEOTEXTILE
FABRIC
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FLOW DIRECTION

Date

SILT FENCE TIE BACK
(WHEN ADDITIONAL SUPPORT REQUIRED)

ANCHOR STAKE
MIN. 18" LONG

FLOW DIRECTION

2. TRENCH SHALL BE A MINIMUM OF 4" WIDE & 6" DEEP TO BURY AND ANCHOR THE GEOTEXTILE FABRIC. FOLD

MATERIAL TO FIT TRENCH AND BACKFILL & COMPACT TRENCH WITH EXCAVATED SOIL.
A JOINT IS NECESSARY USE ONE OF THE FOLLOWING TWO METHODS; A) OVERLAP THE END POSTS AND TWIST,

5. CONSTRUCT SILT FENCE FROM A CONTINUOUS ROLL IF POSSIBLE BY CUTTING LENGTHS TO AVOID JOINTS. IF
OR ROTATE, AT LEAST 180 DEGREES, B) HOOK THE END OF EACH SILT FENCE LENGTH.

1. HORIZONTAL BRACE REQUIRED WITH 2" X 4" WOODEN FRAME OR EQUIVALENT AT TOP OF POSTS.

3. WOOD POSTS SHALL BE A MINIMUM SIZE OF 1%2" X 1%" OF OAK OR HICKORY.

4. SILT FENCE TO EXTEND ACROSS THE TOP OF THE PIPE.

TIEBACK BETWEEN FENCE
GENERAL NOTES

POST AND ANCHOR
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OPEN LANE

PARKING LOT

NOTE:
PROVIDE TWO FLAGMEN, ONE AT EACH END OF BARREL TAPER AT EACH GATE SITE. ONE SIDE AT A
TIME.,

PROVIDE CONES, CAUTION TAPE, AND SIGNAGE WHEN NO PARKING ALLOWED IN PORTIONS OF PARKING
LOTS DUE TO CONSTRUCTION.

WORK ZONES AT GATE SITE
N.T.S.
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6" DIA
BOLLARD

A

U-002

GATE ISLAND
" CONC. PAD %.

ELECTRICAL LOOP, CUT
INTO PAVEMENT, EPOXY/

POLYURETHANE CAULK PATCH ———

13’

3
N

\

!

1 GATE ISLAND PLAN

N.T.S.

KEY NOTES:

CONCRETE PAD: SAW CUT INTO EXISTING PAVEMENT, EXCAVATE TO DEPTH

AND CONSTRUCT PER n

RELOCATE EXISTING
GATE CONTROLLER, OPERATOR
AND ARM.
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' ROOM 11224 /

‘

~ONE CONDUIT EMPTY.

ROOM1 (%X /6613 \

ROUTE I'ﬁ ) BUILD}NG 111

CABLING, AND_TWO—DUCT BANK.
BORE UNDER PAVEMENTS. — LEAVE
NO DIRECT
BORING SUBSTHTUTION ALLOWED.

1. ROUTE FOR POWER IS SCHEMATIC. SUBMIT SHOP DRAWINGS SHOWING ACTUAL ROUTE
PROPOSED UP TO BUILDING 111, AND INSIDE.

2. VA CAN FURNISH INTERIOR FLOOR PLANS AFTER AWARD FOR CONTRACTOR'S SHOP DRAWING.

3. NORTH-SOUTH PORTION OF ROUTE FROM BUILDING ENTRY POINT TO ACROSS SOUTH
WASHINGTON DRIVE: PORTION UNDER EXISTING SIDEWALK: REMOVE SIDEWALK, EXCAVATE
TRENCH, RESTORE SIDEWALK.

UTILITY NOTES:

1. UNLHIES SHOWN ARE AS REPORITED 10 DESIGN TEAM AND
INDICATED ON EXISTING UTILITY BASE PLAN. NO ATTEMPTS
HAVE BEeN MADE TO EXCAVATE, UNCOVER, OR EXPOSE
UNDERGROUND UTILITIES TO VERIFY THEIR SIZE, DEPTH,
CONDITION, OR EXACT LOCATION.

2. CONTRACTOR IS SOLELY RESPONSIBLE TO PROVIDE ADVANCED

OTICE TO DIGGER'S HOTLINE AND PAY FOR PRIVATE UTILITY
LOCATION SERVICES NOT LESS THAN THREE WORKING DAYS
PRIOR 1O COMMENCEMENT OF EXCAVATION.

*74 PROVIDE NEW POWERCONUIT AND CABLING PER

O EXIST. ORMAL POWER PANEL IN POLICE
OFFICES, RM. 1117 OR 1122A.

;“ VA MILWAUKEE (CAMPUS)
R SCALE: 1" = 32
UTILITY ISSUES
DR VRN N — IF UNDOCUMENTED BURIED UTILITIES ARE ENCOUNTERED
\ L w %" DURING EXCAVATION, IMMEDIATELY CALL GRAPHICS AND COR:
CuT FKR LOOPS EPOXY FILL TO GRADE VA GRAPHICS CENTER
/ABLOCK| VA

PHONE: 414-384-2000 EXT. 41010

— WHERE CIR%ED BOREUNDER
PQNEMENT TYP. AT PAVEMENTS PRIVATE UTILITY COMPANIES FAMILIAR WITH VA GROUNDS

MINIMUM ONE/S EFQF BORING, ONE EA N, ﬁ%i—%%ég_ 9U7Tg%T Y SERVICES
| AND ONE/XX FT PER NEC e

PRIVATE LINES INC.
o 388—246-0220
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1 2 3 5 6 7 8 9 |
- 3
#6 GROUNDING CONDUCTOR #10 GROUNDING CONDUCTOR WIRE TO CLAMP ON GROUND ROD
FROM GROUND ROD
TO EQUIPMENT GROUND.
QUAZITE PULLBOX. 11°X18"X18" N ﬁch::-Elngw ?:(F){;Ts, SIZED PER MFR RECOMMENDATIONS AND SPACING
SEE DETAIL 3/E200 FOR ADDITIONAL INFORMATION (TYP), INSTALL PER 6" — '
MANUFACTURERS RECOMMENDATIONS.
| | CRADE /— |(_)c;CPA>\TDE WITHIN 30 FEET
| — — ]
_ i N =|lll ﬁlw . 1] Iﬁ 115 ¥ -
il £IDl 1y =l q
N ’.-
ﬁq/ v\§¥ j L
2" POWER EONDUIT ap 2—1/2" COMMUNICATIONS CONDUIT
f
6’ CONCRETE PAD, CONCRETE BASE BELOW GRADE
‘ —| =
| | INSTALL 4-#5 10' REINFORCING RODS. SPACE 45 FROM ANCHOR BOLTS
MAINTAIN A MINIMUM 3" TO EDGE OF BASE
#3TIESAT 12 O.C.
3/4"10' COPPER
CLAD GROUND ROD
1. ELECTRICAL CONTRACTOR TO DETERMINE ANCHOR BOLT SIZES AND
SPACING AS PER MANUFACTURERS TEMPLATE.
2. STONE BASE AND FILL AROUND POLE PAD.
. REINFORCING:
= /@ \ (X4) #5 VERTICAL
= #3 RINGS AS SPECIFIED ABOVE
=
i g
&
X
5
o
(o]
y 2 -
il
(@]
S
M
kS
o
c
2 \ —
2 PULLBOX GENERAL NOTES: [763 : _[€
mm ©°
3 1. EXCAVATE AN ADDITIONAL 8" OF DEPTH AT QUAZITE PULL BOX 3 =
LOCATION FOR PLACEMENT OF PULL BOX AND GRAVEL FOR
i [76mm] [76mm]
FRENCH DRAIN,
E DUCT BANK NOTES:
2. PROVIDE 6' OF GRAVEL UNDER QUAZITE PULL BOX. SECURE
= OPEN BOTTOM PULL BOX ON GRAVEL FOUNDATION. 1. CONCRETE SHALL BE 2000 P.S.|. @ 28 DAYS, OR AS SPECIFIED.
= 3. EXTEND GRAVEL 6" ON ALL SIDES OF PULL BOX FOR THE 2. PROVIDE REINFORCING RODS ON TOP AND BOTTOM OF DUCTS WHEN CROSSING OR
& CREATION OF FRENCH DRAIN. PLACED IN ROADWAYS.
&) 4. SLOPE ALL UNDERGROUND CONDUITS TO OPEN BOTTOM PULL 3. MINIMUM COVER TO TOP OF ENVELOPE SHALL BE 24" [610mm]. e B
© BOXES. o | E
@, 4. PROVIDE MINIMUM 6" [152mm] SPACE BETWEEN POWER AND TELECOMMUNICATION DUCTS, - 1B
£ 5. PROVIDE WATERPROOF WIRE CONNECTIONS AND WRAP ALL INCREASE SIZE AS REQUIRED. o |E
o CONDUCTORS WITH ELECTRICAL TAPE. MARK EXTRA CIRCUIT 4-WAY DUCT LINE 5
= CONDUCTORS AS "SPARE" AND CAP. LEAVE 24" MINIMUM LEADS / 5. INNERDUCT QUANTITY AND SIZE AS INDICATED ON PLANS, =,
N ON ALL CONDUCTORS.
3"
% 6.  QUAZITE PULLBOX, MODEL #PG1118BB12 WITH GASKETED GENERAL NOTES: [76mm]
g ASSEMBLY. PROVIDE TIER RATED COVER, MODEL 3
5 4PG1118HG00. INSTALL PER MANUFACTURERS INSTALLATION 1. THIS DETAIL SPECIFICATION SHALL BE APPLIED TO ALL MAIN ELECTRICALILOW VOLTAGE
g INSTRUCTIONS. DISTRIBUTION SYSTEMS. [76mm]
o | CONSTRUCTED "FRENCH DRAIN" BELOW ; P
o 7 PROVIDE NUMBER AND LOCATION PER NEC. L OPEN BOTTOM QUAZITE PULLBOX. 2. COORDINATE REQUIREMENTS WITH ELECTRICAL SHEETS E100 AND E101. s
- foon
-g 3” E
[72]
§ 4 [76mm] . E‘E
B 2-WAY DUCT LINE S -
{ —_
L
(&)
2
§
©
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